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FQUIPMENT LIST
[ TEM BRAND MODEL DESCRIPTION
| CROMPTON RIS DIGITAL METERING SYSTEM
/ SCHNEIDER METSECTSCCO10 CURRENT TRANSFORMER 100-5A DIN RAIL
3 L70037 FUSE 38x10 32A 120kA
L ERICO TDX100C277480 SURGE SUPPRESSOR 100kA
5 SCHNEIDER ASFLL 316 MCB 16A 6kA 3P
6 SCHNEIDER ASFLLTIE MCB 16A 6kA 1P
| SCHNEIDER A9FLLTI0 MCB 10A 6kA 1P
0 SCHNEIDER A9FLLT06 MCB 6A 6kA 1P
9 SCHNEIDER ASFLLI0L MCB LA 6kA TP
10 SCHNEIDER ASFLLT0Z MCB Z2A 6KA 1P
11 ATC GT792L7 THERMISTOR RELAY 24VDC
12 PROCONNECT 3PS9A3SNEOT GENERATOR INLET 150A 3P+N+E
13 SCHNEIDER AIN18514 MCB 125A 4P D CURVE 108MM WIDE
14 SAFESADE R-3W?7 VOLTAGE INDICATOR
15 SOCOMEC SLBM1253PD ISOLATOR DIRECT HANDLE 125A 3P DIN RAIL MOUNT
16 SCHNEIDER A9N183677 MCB 100A 3P 10kA
1] CROMPTON AMMETER DIRECT 0-10A 5X OVERSCALE T2MM
18 SCHNEIDER METSECT5CC008 CURRENT TRANSFORMER 75-5A DIN RAIL
19 DANFOSS 136G8 765 MCDO00 SOFT STARTER 63A
20 SCHNEIDER A9D61820 RCBO 20A 1P 30mA 6kA CHASSIS
21 SCHNEIDER A9D61810 RCBO 10A 1P 30mA 6kA CHASSIS
27 SCHNEIDER A9D61806 RCBO 6A 1P 30mA 6kA CHASSIS
23 CLIPSAL 2025XA DOUBLE GPO WITH LIGHT SWITCH
2L SUNNY SALSL9T06/540TC LED STRIP CABINET LIGHT 540mm 9W 240VA FLEX & PLUG
25 SCHNEIDER NSYCCOTHO THERMOSTAT COOLING INO
26 SCHNEIDER NSYCR50WUZC HEATER 50W 240V
2] ERICO DSF-6A-2175V SURGE FILTER TP 6A 240V DIN RAIL
28 SCHNEIDER ABLETSO06B TRANSFORMER 415/240-24LVAC 60VA
29 PHOENIX TAC/2LDC/10 QUINT POWER SUPPLY 10A
30 PHOENIX 2320173 QUINT-0RING/24DC/2X10/1X20 POWER SUPPLY 2x10A In, 1x20A Out
3 SCHNEIDER XBLBVBL INDICATOR 24V RED
37 SCHNEIDER RXG128D RELAY 24VDC COIL 1CO LED
33 KE&N CA10 A710 FT2 AUSO0L9 SWITCH 3POS ON OFF AUTO 2X1P 48MM
34 FLYGT MINICAS MINICAS RELAY
35 SCHNEIDER /BLBAB PUSHBUTTON HEAD BLUE
36 OMRON CJIW-PD0Z22 PLC POWER SUPPLY 24VDC
37 OMRON (J2M-CPU3T PLC CPU
38 OMRON CJIW-1D211 PLC MODULE 16Dl
39 OMRON CJTW-00211 PLC MODULE 16D0
L0 OMRON CJTW-TERO PLC RACK END COVER
L1 OMRON CPTW-MODTCP6T MODBUS TCP ADAPTER
L7 SCHNEIDER HMIGTO5310 HMI 10 47 COLOUR IP65 ETHERNET USB 640x480 PIX
L3 SCHNEIDER SCADAPACK 474 RTU 474 20D1 12A1112D0 2A0
L L, WEIDMULLER 1020100000 TERMINAL WDUL .0 BEIGE 4MMZ DIN RAIL
L5 WEIDMULLER 1020080000 TERMINAL WDUZ5 BLUE 2.5MMZ DIN RAIL
L6 WEIDMULLER 1021580000 TERMINAL 2.5MM BLUE DOUBLE DECK
LT WEIDMULLER 1010000000 EARTH TERMINAL WPE 2.5MM2 DIN RAIL
L8 WEIDMULLER 8731640000 DISCONNECT TERMINAL WTRZ25 BLUE
4.9 WEIDMULLER 1579000000 2L-WAY JUMPER TO SUIT WDK 2.5 TERMINALS
50 DF ELECTIC L70037 FUSE 38x10 32A 120kA
57 RS PRO 9072-6865 LIMIT SWITCH ADJUSTABLE SIDE ROLLER LEVER P65 M20
57 CLIPSAL 203TVA-WE LIGHT SWITCH WALL PLATE WHITE
53 - - 2L POLE CHASSIS
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